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GENERAL NOTES ,
'.._.
1. DO NOT SCALE DRAWINGS. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS PRIOR TO 1y
PROCEEDING WITH THE WORK. v
2. CONTRACTOR SHALL VERIFY EXACT SIZE, LOCATION AND QUANTITY OF ALL EXISTING HVAC, PLUMBING AND ELECTRICAL L
EQUIPMENT AND PENETRATIONS. l_ .
3. CONTRACTOR SHALL COORDINATE SEQUENCING OF THE WORK WITH THE OWNER. Dﬁ —
4. SQUARE FOOTAGES INIDICATED ON THE KEY PLAN ARE APPROXIMATE. CONTRACTOR SHALL BE RESPONSIBLE FOR ACTUAL < T
SQUARE FOOT QUANTITIES. I
5. AT REROOFING AREAS, REMOVE EXISTING PRECAST CONCRETE WALKWAY PADS, STONE BALLAST, METAL FASCIA AND/OR U L-’
COPING, MEMBRANE ROOFING, MEMBRANE FLASHINGS AND TERMINATION BARS AT WALLS/PARAPET WALLS, VERTICAL
ASPHALT SHINGLE FLASHING AT PARAPET WALLS, AND ROOF INSULATION DOWN TO THE EXISTING ROOF DECK. REMOVE D 14
\Yj (E) Vi (E) \Vi (E) ANY EXISTING CAPPED/UNUSED ROOF CURBS AND INFILL OPENINGS WITH NEW METAL OR WOOD DECK TO MATCH
o @ o o EXISTING. UNDER UNIT PRICES, REPLACE ANY EXISTING DAMAGED OR DETERIORATED WOOD OR METAL ROOF DECK WITH CD <
NEW TO MATCH EXISTING AND ANY DAMAGED OR DETERIORATED WOOD BLOCKING WITH NEW TREATED WOOD BLOCKING
o——————— = TO MATCH EXISTING. INSTALL NEW MECHANICALLY FASTENED RIGID INSULATION (5-1/2" R-30 MINIMUM U.N.O., MULTIPLE
| | LAYERS, STAGGERED JOINTS, TAPERED WHERE INDICATED ON ROOF PLAN OR WHERE REQUIRED), MECHANICALLY
| | FASTENED 1/2" COVER BOARD, AND ADHERED MEMBRANE ROOFING. INSTALL NEW METAL FASCIA TO MATCH EXISTING AND
! ! NEW METAL COPING WHERE DETAILED IN SIZES AS REQUIRED. PROVIDE NEW TWO-PIECE METAL COUNTER-FLASHING WITH
L ________ JI IN-WALL REGLET, BACKER ROD AND SEALANT AT WALL FLASHING LOCATIONS WHERE DETAILED.
6. REMOVE ANY METAL COUNTERFLASHING THAT OCCURS DIRECTLY UNDER EXISTING STONE COPING THAT IS DETAILED TO
Vv (E) RECEIVE NEW MEMBRANE FLASHING AND METAL COPING.M
O oV(E
( ) V (E) 7. REFER TO SPECIFICATIONS FOR FURTHER DESCRIPTIONS OF WORK INCLUDING ALTERNATES AND UNIT PRICES.
o
8. ANY NEW TAPERED INSULATION SHALL SLOPE 1/8" PER FOOT FOR OVERALL ROOF AREAS AND 1/4" PER FOOT MINIMUM FOR
Vc()E) ME?/::;A?\IAEL;%SOT:BG CRICKETS TO PROVIDE POSITIVE SLOPE TO DRAINS AND/OR GUTTERS.
,’—Ij\ TO REMAIN 9. AT REROOFING AREAS, PROVIDE TAPERED INSULATION CRICKETS AT THE HIGH SIDE OF ALL ROOF CURBS, WALLS, ETC. TO
V(E) A\ PROVIDE POSITIVE SLOPE TO DRAINS AND/OR GUTTERS.
o EXIST. BALLASTED
EXIST. BALLASTED — MEMBRANE ROOFING 10. EXTEND ALL EXISTING VENT PIPES AND EQUIPMENT CURBS WHERE REQUIRED TO MAINTAIN 8" MINIMUM EXTENSION ABOVE
MEMBRANE ROOFING ‘J:l,‘ o T0 REMAIN N NEW ROOFING ELEVATION.
TOREMAN |-~ 11.  EXISTING GUTTERS AND DOWNSPOUTS TO REMAIN WHERE OCCURS. REMOVE AND REINSTALL AS REQUIRED.
RD (E = RD (E
_ ( ) AN ( ) 12. AT REROOFING AREAS, PROVIDE NEW MEMBRANE WALKWAY PADS IN LOCATIONS AS SHOWN ON THE ROOF PLAN.
/= 0\ 0D (E) s 0\ 0D (E)
| D \ -— — ~ 13. AT REROOFING AREAS, PROVIDE NEW METAL REPLACEMENT DOME/STRAINER WHERE MISSING OR DAMAGED FOR EXISTING
N— L/ \ <> ROOF DRAINS TO REMAIN.
RD (E) \ / RD (E) P / vV (E) Q \ / 14. AT REROOFING AREAS, EXISTING EXTERIOR ROOF LADDERS ARE GALVANIZED STEEL AND ARE NOT TO BE PAINTED.
‘ —_—l—
T o <d o ‘\L:J’ / \\ o o o / \ 15. NEW ROOFING MATERIALS AND ACCESSORIES SHALL BE INSTALLED AS PER MANUFACTURERS RECOMMENDATIONS AND
0D (E) oD . REQUIREMENTS.
(E) e
o/0D(E - = [ﬂ oD (E) 16. NEW METAL COPINGS AND GRAVEL STOPS SHALL BE FACTORY FINISHED IN COLOR TO BE SELECTED BY THE ARCHITECT.
( ) | } NEW METAL COPINGS SHALL HAVE FACTORY MITERED/WELDED CORNERS.
(@
RD (E) D } } ‘ % RD (E) 17.  TOILET FACILITIES WILL NOT BE PROVIDED IN THE BUILDING. REFER TO THE SPECIFICATIONS FOR TEMPORARY FACILITIES.
I
I:‘ I 18. ANY COPPER FLASHING, COPING, ETC. TO BE REMOVED AND NOT REUSED SHALL BE TURNED OVER TO THE OWNER.
o O RD(E) | _——EX. METAL
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